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Abstract. With micro-strain resolution and the capability to
sample at rates of 100Hz and higher, ﬁber optic (FO) strain
sensors offer exciting new possibilities for in-situ landslide
monitoring. Here we describe a new FO monitoring system
based on long-gauge ﬁber Bragg grating sensors installed
at the Randa Rockslide Laboratory in southern Switzerland.
The new FO monitoring system can detect sub-micrometer
scale deformations in both triggered-dynamic and contin-
uous measurements. Two types of sensors have been in-
stalled: (1) fully embedded borehole sensors and (2) surface
extensometers. Dynamic measurements are triggered by sen-
sor deformation and recorded at 100Hz, while continuous
data are logged every 5min. Deformation time series for all
sensors show displacements consistent with previous moni-
toring. Accelerated shortening following installation of the
borehole sensors is likely related to long-term shrinkage of
the grout. A number of transient signals have been observed,
which in some cases were large enough to trigger rapid sam-
pling. The combination of short- and long-term observation
offers new insight into the deformation process. Accelerated
surface crack opening in spring is shown to have a diurnal
trend, which we attribute to the effect of snowmelt seeping
into the crack void space and freezing at night to generate
pressure on the crack walls. Controlled-source tests inves-
tigated the sensor response to dynamic inputs, which com-
pared an independent measure of ground motion against the
strain measured across a surface crack. Low frequency sig-
nals were comparable but the FO record suffered from alias-
ing, where undersampling of higher frequency signals gener-
ated spectral peaks not related to ground motion.
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(jeffrey.moore@erdw.ethz.ch)
1 Introduction
In-situ monitoring of landslide displacements can be a criti-
cal means of evaluating the internal mechanisms and defor-
mation characteristics of slope instabilities for hazard and
risk assessment. Traditional in-situ sensors (e.g. mechanical
or electrical extensometers) have long-established success
for monitoring local movements, but are limited in the scope
of their application by generally low resolution and sampling
rates. Especially in the case of coseismic slope deformations,
traditional instruments are rarely capable of detecting small
dynamic displacements, which are necessary data in con-
junction with local ground motion to better understand the
seismic behavior of landslides (Harp and Jibson, 1995).
Fiber optic (FO) strain sensors are a promising new tech-
nology for advancing the state of the art in in-situ landslide
monitoring. General performance advantages include high
resolution, rapid sampling rate, multiplexing potential, and
insensitivity to electrical disturbances (such as lightning). To
date, however, there are only a few cases where FO strain
sensors have been used for monitoring slope deformations in
landslide investigations (notably Brunner et al., 2007; Wos-
chitz and Brunner, 2008). Other applications of FO sensors
in geoengineering include dynamic monitoring of tunnel dis-
placements (Schmidt-Hattenberger et al., 1999; Nellen et al.,
2000; Jobmann and Polster, 2007), rock deformation dur-
ing laboratory testing (Schmidt-Hattenberger et al., 2003a;
Wu et al., 2005), hydromechanical coupling during ﬂuid in-
jection (Cappa et al., 2006, 2008), and geostructure perfor-
mance (Inaudi and Casanova, 2000; Schmidt-Hattenberger
et al., 2003b). Different types of FO sensors are available
with varying resolution and cost. Fiber Bragg grating (FBG)
sensors offer a good balance between performance and in-
vestment.
In this paper, we describe a new FO monitoring sys-
tem installed on the ground surface and in a deep borehole
at the Randa rockslide in southern Switzerland. We de-
scribe the technical speciﬁcations, compare advantages and
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Fig. 1. (a) Location of the Randa rockslide, (b) overview of the rockslide and deposit in the Matter valley, (c) layout of the ﬁber optic strain
sensors (borehole sb120, and cracks Z9 and Z10) and supporting sensors at the top of the currently unstable rock mass. For more details on
the structure and kinematics of the unstable rock mass, see Willenberg et al. (2008a, b) and Gischig et al. (2009).
disadvantages of the system, highlight relevant ﬁrst results
and their implications, and compare FO time series data to
that from traditional instruments already installed on site.
2 Randa rockslide
In April and May 1991, two consecutive rockslides occurred
from a cliff high above the village of Randa in the Matter
valley of Switzerland (Fig. 1). These complex rockslides re-
leased a cumulative volume of approximately 30millionm3
of crystalline rock, with each of the rockslide stages occur-
ring over several hours (Schindler et al., 1993). Slide de-
bris buried important transportation lines including the road
and railway leading to Zermatt, and dammed the Mattervispa
River which ﬂooded a portion of the upstream town of
Randa. No fatalities resulted from either rockslide event.
The Randa rockslide has been the subject of intensive re-
search since its failure in 1991 (e.g. Schindler et al., 1993;
Sartori et al., 2003; Eberhardt et al., 2004; Willenberg et al.,
2008a, b). Around 5millionm3 of rock above and behind the
scarp of the 1991 rockslides remain unstable today, moving
towards the valley at rates up to 20mm/year (Gischig et al.,
2009). Traditional in-situ and advanced remote sensing and
geophysical techniques have been employed to investigate
the mechanics and driving forces of the currently unstable
rock mass and to construct a ﬁrst kinematic model (Heincke
et al., 2006; Spillmann et al., 2007; Willenberg et al., 2008a,
b; Gischig et al., 2009). These investigations have yielded a
great deal of information about the current rockslide defor-
mation rates and patterns, but are limited by the resolution
and low sampling rate of the traditional monitoring instru-
ments. To extend and improve our monitoring strategy, with
the added goal of understanding the rockslide’s seismic re-
sponse, we installed a ﬁber optic strain monitoring system
based on long-gauge FBG sensors.
3 Monitoring system
3.1 Principle of operation
Fiber Bragg gratings are short sections of optical ﬁber that
contain a periodic variation in the index of refraction. When
illuminated by broadband light, each FBG reﬂects a particu-
larwavelengthwhiletransmittingallothersundisturbed(Fer-
raro and de Natale, 2002). In this way, multiple sensors can
be placed in series on the same optical ﬁber, tuned at non-
intersecting wavelength bands. The reﬂected wavelength is
measured by an optical interrogator, and changes proportion-
ally with the FBG strain within a linear regime.
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Fig. 2. Detail of ﬁber optic sensor installation in borehole sb120. Two monitoring intervals were selected to span three active fractures
showing normal mode offset (see slip arrows). The expected rates of shortening, calculated from previous extensometer surveys, are shown.
Two active parallel sensor chains were installed for redundancy and security, and a third inactive chain (not shown) acts as reserve.
3.2 System components
Two types of FO strain sensors have been installed: (1)
borehole sensors encased in grout at depths of 38, 40, and
68m, and (2) crackmeters (crack extensometers) across ten-
sion cracks at the upper back surface of the rockslide (Fig. 1).
Borehole sensors were installed to span known active frac-
tures showing normal mode offset previously identiﬁed with
inclinometer, extensometer, and borehole video observations
(Fig. 2). Three borehole sensors in series make up one chain,
and there are two identical chains (for redundancy) plus one
unused chain for reserve. The borehole sensors are fully em-
beddedingroutthatextendsupto20mdepthintheborehole.
An expanding grout was used to ensure good connection be-
tween the sensors and the pre-existing inclinometer casing
into which they were installed. The two new ﬁber optic
crackmeters at the top of the rockslide have been placed ad-
jacent and parallel to existing vibrating wire crackmeters to
allow for direct comparison. The FO crackmeters have both
strain and temperature sensing FBG’s, so the strain record
can be compensated for changes in sensor temperature. They
are anchored to the rock with aluminum L-brackets and in-
set steel masonry anchors, and shielded by an oversized alu-
minum cover. Each ﬁber optic sensor is encased in a ﬂexible
polyethylene tube that helps protect the sensor during trans-
port and installation. The sensors may be submersed in up to
150m of water.
The measurement system consists of the optical sens-
ing interrogator (Micron Optics SM130) and the processing
module (Micron Optics SP130). Our 4-channel model scans
each of the active sensors at 100Hz, and the data are placed
into a circular buffer. The system is packaged with software
from Smartec SA that allows for customizable data logging.
One key feature of the data storage system is the capability to
record both continuous (static) and triggered-dynamic mea-
surements. Our system is conﬁgured to record one data point
every 5min (which is the average of all 100Hz data during
this time), while waiting for a set trigger threshold to be ex-
ceeded. In the event the trigger level is reached, the system
records 5-s pre-trigger and 25-s post-trigger data at 100Hz.
The trigger is then rearmed while the continuous measure-
ments proceed unaffected. The system can be remotely ac-
cessed via cellular modem in order to change acquisition pa-
rameters or download data.
The resolution capabilities of the FO system are deﬁned
by two parameters: repeatability and stability. Repeatabil-
ity refers to the agreement between successive measurements
under similar conditions over a short time period, while sta-
bility takes into account changes over the full operating tem-
perature range of the device, as well as other long-term ef-
fects. The Micron Optics SM130 interrogator offers strain
repeatability of better than 0.5µε and stability of better than
2µε (www.smartec.ch; www.micronoptics.com). Data aver-
aging can greatly improve the measurement repeatability, if
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Table 1. Resolution parameters for FO borehole and crack sensors.
For the measurement range “+” indicates elongation while “–” de-
signates shortening.
Sensor Base Repeatability Stability Measurement
length range
Borehole 1.5m 0.7µm 3µm +11mm/–7.5mm
Surface
crack 0.8m 0.4µm 1.6µm +6mm/–4mm
the noise is assumed to be random. For example, averaging
N=30000 data points (100Hz over 5min) can improve the
measurement repeatability by a factor of N0.5=173 (Smith,
1997).
The sensor base length (or the distance between anchor
points) controls both the absolute resolution and the mea-
surement range over which the sensors behave linearly. Our
“MuST” FBG sensors from Smartec SA have a measurement
range of 0.75% of the base length in elongation and 0.5%
of the base length in shortening. In general, we expect the
borehole sensors to shorten and the surface crack sensors to
elongate. Table 1 summarizes the sensor-speciﬁc resolution
parameters based on the different sensor base lengths.
Each of the two active borehole sensor chains plus each of
the two crackmeters has a dedicated cable running along the
ground surface to the central measurement point about 150m
distant. These armored cables consist of an optical ﬁber pro-
tected with stainless steel tubing, stainless steel reinforcing
ﬁbers, and a polyamide sheath. They have high mechanical
and chemical resistance and are well suited for the harsh en-
vironment at the Randa rockslide.
The measurement system is contained within a small
wooden hut built at 2410m behind the crown of the rock-
slide (Fig. 1). Since no grid power is available, all power
is supplied by solar cells. Our solar system was designed
to account for limited sunshine available during the win-
ter months, combined with the likelihood of storms lasting
several days. The combined continuous draw of the pro-
cessing unit and interrogator was measured to be less than
50W. Our power system has a total of 1160W available from
12photovoltaic panels, plus 1080Ah of battery storage ca-
pacity.
3.3 Supporting sensors
Other sensors installed at the Randa rockslide that support
the FO strain measurements include traditional in-situ moni-
toring instruments such as in-place inclinometers (one unit at
12-m depth in the sb120 borehole), and vibrating wire (VW)
crackmeters at coincident locations with the new FO instru-
ments (cracks Z9 and Z10). Piezometers measure water pres-
sure at the base of three boreholes, while a suite of mete-
orological sensors record air temperature, relative humidity,
barometric pressure, total rainfall, and rock and soil temper-
ature. Two broadband seismometers monitor local ground
motion both within the unstable rockslide area and on adja-
cent stable ground (Fig. 1), and a radio-synchronized clock
ensures an accurate time reference for the FO system. Peri-
odic geodetic surveys measure rockslide deformation using
both regional and local base stations.
4 Results
The FO monitoring system has been operational roughly
90% of the time since its installation at the end of August
2008. Downtime over this 14-month period reﬂects a com-
bination of software and internet connection problems com-
bined with difﬁcult winter site access.
4.1 Borehole measurements
FO borehole sensors were emplaced to span known active
fractures showing normal mode offset. The targeted fractures
were previously characterized in borehole surveys, and slip
rates determined from inclinometer and extensometer mea-
surements (Willenberg et al., 2008b). The deepest fracture
(68m) dips approximately 50◦ and has a long-term shear
rate of 2.8mm/year, resulting in an axial shortening rate of
1.6mm/year (Fig. 2). The fracture at 40m dips roughly 60◦
and shows an axial shortening rate of 0.3mm/year, while the
fracture at 38m dips about 30◦ with an axial shortening rate
of 0.5mm/year. The upper two fractures may be part of a
fault zone. The FO sensors measure only the component of
deformation in the line of the sensor, or along the borehole
axis. Therefore we expect these sensors to shorten (de-stress)
over time.
From the long-term displacement and velocity trends
shown in Figs. 3 and 4, we observe that all borehole sen-
sors are shortening (negative extension values) as expected.
Qualitatively, the rates of shortening match with previous IN-
CREX extensometer surveys, wherein the deepest fracture at
68m is found to deform the fastest, the fracture at 40m has
the slowest shortening rate, and the fracture at 38m is inter-
mediate between the other two (compare with Fig. 2). Quan-
titatively, we ﬁnd generally fair agreement between the cur-
rent velocities and the previously measured long-term values
(see inset table on Fig. 4). Differences are likely due to the
longer observation period for previous extensometer surveys
(6years) as compared to the current ∼1year of FO monitor-
ing, combined with temporary perturbation of the borehole
area by the grouting and installation processes. Furthermore,
the INCREX extensometer base length was 0.6m, as com-
pared to the 1.5-m base length FO sensor, so the FO sensors
may intersect other nearby fractures with additional activity.
One distinct trend in the long-term displacement data is an
accelerated phase of shortening immediately following sen-
sor installation (Figs. 3 and 4). These higher displacement
rates likely result from curing and shrinkage of the grout.
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Fig. 3. Deformation time series measurements from the three sensors at different monitoring intervals in borehole sb120 (data from just one
sensor chain are shown). All sensors are shortening as expected. Accelerated shortening is seen immediately following sensor installation,
which likely results from shrinkage of the grout. A number of transient steps and drops occur throughout the time history; one event from
28 April 2009 is highlighted in Fig. 5. Dates are m/d/y.
Fig. 4. Velocity time series for the different sensors in borehole sb120. Dots indicate calculated half-day average velocities, while the solid
lines are the data ﬁltered with a binomial smoothing algorithm. The inset table shows comparison of the long-term average velocities with
those determined from previous INCREX extensometer surveys. Accelerated shortening is clearly visible in the ﬁrst 2–3months of operation.
Dates are m/d/y.
The sensors were fully embedded in an expanding grout with
relatively rapid initial curing (i.e. a few hours). However,
the curing process continues over the course of a few weeks
or months as the concrete slowly looses water to the gen-
erally drier surroundings (Nawy, 2008). The result is long-
term volumetric shrinkage termed drying shrinkage. From
the displacement and velocity record, we estimate that our
installation required between 2–3months before this drying
shrinkage ceased and the sensors attained equilibrium with
the surrounding rock mass. This problem may be addressed
in future installations by including an accelerating admixture
in the grout design.
Notable in the displacement time series in Fig. 3 are a
number transient jumps or steps. Figure 5a shows an ex-
panded view of one such event that occurred on 28 April
2009. The event was a rapid step in axial extension at the
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Fig. 5. (a) Expanded view of the transient step occurring on
28 April 2009. The event was a rapid period of axial extension
amounting to about 30µm at the deepest sensor (68m), contrast-
ing to otherwise steady shortening (see Fig. 3). (b) The step was
large enough to also trigger rapid 100Hz sampling. Observed de-
tails indicate that the majority of deformation occurred through one
large step lasting roughly 1s, and that deformation continued with
a smaller, slower step followed by slow continuous extension.
deepest sensor (68m), contrasting to otherwise steady short-
ening. The step was large enough that it also triggered rapid
sampling (Fig. 5b). The combination of short and long-term
observation offers relevant insight into the deformation pro-
cess. Figure 5b reveals that the majority of deformation
occurred through one rapid step lasting less than 1s, but that
deformation continued with a smaller, slower step then con-
tinuous extension over the remaining seconds of detailed ob-
servation. Returningtothelong-termrecord(Fig.5a), weob-
serve that slow residual extension persisted for several hours
until normal shortening resumed. No regional seismicity was
recorded at the time of this transient step, and no remarkable
environmental conditions existed at the site. This step, and
others like it, may result from the complex kinematic behav-
ior of the various rockslide blocks; i.e., the mode of displace-
ment across the monitored fracture may change in response
to intermittent mobilization of other nearby discontinuities
(see Willenberg et al., 2008b). An alternative explanation,
however, is that this transient simply resulted from fractur-
ing of the intact grout surrounding the sensors and deforma-
tion resulting in local dilation. The origins of such transients
should be resolvable with continued monitoring.
4.2 Crackmeter data
The two new FO crackmeters were placed adjacent and par-
allel to existing vibrating wire crackmeters (Geokon model
4420; 0.7-m length) to allow for direct data comparison and
validation. Data from crack Z9 are shown in Fig. 6, where
unﬁltered FO data are compared to unﬁltered data from the
VW instrument. In general, we see an excellent match be-
tween the two sensor types, with very similar long-term dis-
placement trends shown. Some of the visible differences
likely arise from each sensor’s thermal response and the tem-
perature corrections applied according to the manufacturer’s
recommendation.
With resolution two orders of magnitude better than the
traditional VW instruments, the new FO crackmeters allow
us to observe previously unidentiﬁed signals in the crack
aperture data. In Fig. 6, the long-term displacement trend
shows an acceleration phase lasting from about 1 to 12 April
2009, that is unique to crack Z9. Previous VW crack moni-
toring revealed similar brief periods of acceleration repeated
annually around the time of local snowmelt. Analyzing this
section of the FO crack data in detail (Fig. 7), we ﬁnd a
unique step-like pattern with a daily period, marked by accel-
erated opening at night and a slower rate of opening (some-
times nearly zero) during the day. This unique displacement
trend is not seen elsewhere in the crack time history. At this
particular time of year, the crack is covered by about 2m
of snow, so no daily temperature changes reach the sensors,
and sensor thermal effects may be disregarded. The tem-
perature at the base of the snow pack was observed to be
nearly constant at –0.2 ◦C throughout the acceleration phase.
This time of year is, however, coincident with the onset of
above zero average air temperatures, sunny days, and intense
snowmelt. We hypothesize that meltwater generated during
the day seeps through the snow pack and into the soil that
ﬁlls the space between the crack walls. This soil material has
collapsed into the crack from the adjacent hillslope, and is
a wedge-shaped body approximately 0.5-m wide and a few
meters deep. At night, the supply of meltwater is cut off
and water in the soil pore space may freeze, resulting in an
expansive pressure against the crack walls and accelerated
crack opening. The next day, new meltwater seeps down into
the soil and begins to melt interstitial ice, relieving the wall
pressure and slowing the rate of crack opening. This diur-
nal displacement pattern persists for nearly two weeks and
returns brieﬂy later in the month during another period of in-
tense snowmelt. The pattern is not seen at crack Z10, which
has a different geometry and rock blocks, rather than soil,
ﬁlling the crack space.
The long-term trend of tension crack aperture is a func-
tion of both large-scale rockslide deformation and near-
surface seasonal thermoelastic effects. On the diurnal time
scale, thermoelastic expansion and contraction of the crack
walls creates an additional aperture response. When the
sensors are covered by 1m or more of snow, such diurnal
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Fig. 6. Unﬁltered ﬁber optic crackmeter data compared with the time series from the traditional vibrating wire instrument. There is generally
good match between the two sensor types, with very similar long-term displacement trends. Some differences likely arise from each sensor’s
thermal response and the applied temperature correction. The brief acceleration in April is circled and a select portion shown in detail in
Fig. 7. Dates are m/d/y.
thermally-induced displacements vanish (compare winter
and summer months, Fig. 6). The full effect of near-surface
thermoelastic strains will be explored in detail in an upcom-
ing publication.
4.3 Dynamic tests and sensor response
The suitability of FBG sensors for measuring dynamic
displacements associated with passing seismic waves has
been validated in both the laboratory and ﬁeld (Schmidt-
Hattenberger et al., 1999, 2003c; Barrera, 2001; Wu et al.,
2005). Here we present results of a controlled-source exper-
iment designed to investigate the response of one FO crack-
meter to local ground motion. We compare an independent
measure of ground motion with the dynamic strain measured
across the crack by the FO sensor.
Two 3-component geophones were placed directly adja-
cent to each of the crackmeter anchor points (0.8m apart),
securely attached to the exposed bedrock on each side of the
crack. These 4.5Hz geophones were read at 16kHz by a Ge-
ometrics Geode datalogger independent from the FO system.
All geophones were leveled and aligned so that one horizon-
tal component was parallel to the crackmeter. Ground vi-
bration was stimulated by a shotgun source, which used 10-
gauge blank shells set in nearby shallow holes. The distance
between the shot points and the crack was varied between 1
and 3m. Shots at 1m generated the clearest FO signals but
the seismic records were badly clipped. Shots at 2m were
a good balance between the FO and seismic system capabi-
Fig. 7. Detail of the brief period of accelerated opening at crack Z9
during April 2009. Daytime hours from 9a.m. to 6p.m. are shaded.
Deformation data show a step-like pattern with a daily period,
marked by accelerated opening at night and a slower rate of open-
ing during the day. The occurrence is coincident with the onset of
intense snowmelt, and the deformation response may reﬂect freez-
ing of soil pore water during the night with accompanying increased
wall pressure, followed by daily inﬁltration-induced melting and re-
lief of wall pressure. Dates are m/d/y.
lities, with minimal clipping and generally good FO signal
quality. Shots at 3m generated only small changes in crack
aperture with poor FO signal waveforms. Geophones mea-
sure ground velocity, so the records were integrated with re-
spect to time to obtain ground displacement.
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Fig. 8. Dynamic test results: (a) time history of a shot at 2-m
distance comparing the ﬁber optic crackmeter and the geophone
ground motion response; (b) spectra for the same time interval.
Low-frequency signals are represented fairly well by the ﬁber op-
tic sensor, but the ﬁber optic record suffers from aliasing of higher
frequency energy (greater than 50Hz), which generates an apparent
ringing in the time history and false spectral peaks not related to
ground motion.
Seismic measurements showed that ground motion on the
crack wall opposite from the shot was insigniﬁcant, so we
consider this area stable. Therefore, we compare the hori-
zontal, inline ground motion from the geophone on the crack
wall adjacent to the shot with the measured FO displacement.
Figure 8a shows both the dynamic ground displacement and
crack aperture change for a shot at 2-m distance. Gener-
ally good agreement can be observed between the time series
response of the independent sensors, especially in the low
frequency response. The maximum change in crack aperture
is11µm, whilethepeakgrounddisplacementisaround4µm.
This discrepancy likely arises from the few clipped veloc-
ity peaks in the beginning of the geophone time history that
result in underestimation of the displacement magnitude at
early times. High frequency energy generated from the shot
can be observed within the ﬁrst 0.1s, which is undersampled
and poorly represented by the FO displacement record. Fol-
lowing this initial phase, the FO sensor appears to ring for
the next ∼0.4s until the signal falls below the measureable
level. The low frequency ground motion is represented well
by the FO strain measurements, while the higher frequency
components cannot be measured accurately (as expected for
100Hz sampling).
Figure 8b compares the spectra of the ﬁber optic strain sig-
nal to that of the recorded ground motion. The data shown
arethestackedaveragevaluesofﬁvetotalshotsat2m, which
were found to have a consistent frequency response. Peaks in
the ﬁber optic strain record are seen at 3.5, 8, 16, and 38Hz,
while the ground motion shows primarily a broad peak cen-
tered at 4Hz. The low-frequency components of both the
FO and seismic measurements are in reasonably good agree-
ment. However, signiﬁcant peaks in the FO response appear
at 8, 16, and 38Hz, which are not found in the ground motion
spectrum. These are assumed to be instrument response, and
we next examine possible sources of these peaks.
The fundamental resonant frequency (f1) of the tightened
optical ﬁber can be estimated by conceptualizing it as a
stretched string and computing the transverse wave velocity:
f1 =
v
2L
(1)
where L is the sensor base length (0.8m) and v is the wave
velocity:
v =
s
F
ρA
(2)
Here, A is the cross-sectional area of the optical ﬁber
(0.0165mm2), ρ is its density (2200kg/m3), and F is the
tensional force applied to the ﬁber (Barrera, 2001). F can be
determined as:
F =EAε (3)
where ε is the applied strain (∼0.006 for the tightened crack
sensor) and E is the Young’s modulus of the optical ﬁber
(∼60GPa; L.Manetti, personalcommunication, 2008). With
these values, we calculate the fundamental frequency of the
tightened ﬁber to be about 250Hz, which is much larger than
our measured response.
The fundamental frequency of the polyethylene (PE) tube
that surrounds and protects the optical ﬁber can be esti-
mated in the same manner as above (Eqs. 1–3). Using a
Young’s modulus of 0.91GPa, strain of 0.006, and a density
of 940kg/m3 (L. Manetti, personal communication, 2008),
we ﬁnd that the fundamental frequency of the tightened PE
tube is around 50Hz. This value is again larger than our ob-
served spectral peaks.
Vibration of the crackmeter anchor may explain some of
the resonance observed, since the particular anchor sits about
30mm above the rock surface on top of a 10-mm diameter
steel rod. This conﬁguration was chosen to keep the opti-
cal ﬁber level between the two anchors and perpendicular to
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the direction of crack opening. Analyzing the anchor as a
single-degree-of-freedom system suggests, however, that its
fundamental frequency should be in the range of a few kHz,
which is again much larger than our measured response.
The above-mentioned three sources of potential sensor vi-
bration all showed resonant frequencies larger than the ob-
served peaks in the FO spectrum (Fig. 8b), meaning that no
single source can be directly linked to these peaks. How-
ever, low-frequency aliases of higher-frequency signals can
generate false peaks in the spectrum (Smith, 1997). Alias-
ing results from undersampling of waves with frequencies
greater than the Nyquist frequency (50Hz in our case). Often
anti-aliasing ﬁlters can be applied at analog-to-digital con-
version, but this is not possible in our ﬁber optic system.
The energy produced by the shotgun source is rich in high-
frequency energy, especially at these close distances, and
many combinations of higher frequency waves can result in
8, 16, and 38Hz signals when sampled at 100Hz. There-
fore, we conclude that during these controlled tests using a
shotgun source, our dynamic FO signals are adversely af-
fected by aliasing. Typically however, earthquakes are not
rich in high-frequency energy, especially at the Randa rock-
slide where large attenuation is expected (Spillmann et al.,
2007). Therefore, we expect that the FO sensors will pro-
vide accurate measurement of dynamic strain accompanying
an earthquake.
5 Discussion and conclusions
In this work, we document the capabilities of ﬁber op-
tic strain measurement in landslide monitoring applications,
with special emphasis on dynamic deformation signals. Af-
ter more than one year of operation at the Randa rockslide in
southern Switzerland, our FO system has recorded a num-
ber of interesting short- and long-term signals that reveal
partial details of the deformation mechanisms. Resolving
displacements of less than 1µm is now possible, allowing
us to detect rockslide movements over the course of a few
seconds to a few hours.
After installation, our borehole sensors experienced an ex-
tended (2–3month) phase of accelerated shortening that we
attribute to long-term drying shrinkage of the grout (Figs. 3
and 4). To resolve this problem in the future, an accelerating
agent could be added to the grout mixture, though high tem-
peratures generated during curing should be avoided. Fol-
lowing the curing phase, the borehole sensors experienced
axial shortening accompanying normal mode offset along
steeply-dipping active fractures. Measured rates of short-
ening are consistent with previous extensometer survey data
(Fig. 4). An annual trend is loosely apparent in the bore-
hole data (see especially the sensor at 40m), showing greater
rates of shortening in the winter and slower rates during the
summer months. This trend is conﬁrmed by previous data
from vibrating wire in-place inclinometers (Willenberg et
al., 2008b) and will be investigated further in an upcom-
ing publication. A number of transient signals indicate pe-
riods of rapid extension that contrast against the otherwise
steady shortening (Figs. 3 and 5). We have proposed a
kinematic mechanism where the normal block toppling ob-
served is interrupted, and the fracture displacement vectors
altered, by intermittent mobilization of other nearby discon-
tinuities; consistent with the geological model of Willenberg
et al. (2008b). Until now, it has not been possible to resolve
such small displacements in order to identify this local inter-
mittent motion. We acknowledge, however, that these tran-
sient signals may also reﬂect break up of the grout within the
borehole, and thus represent only local perturbations rather
than large-scale rockslide deformation mechanisms. Since
installation there have only been a few triggered events and
no false triggers related to noise, conﬁrming that the triggers
are operating effectively and the levels are set appropriately.
New FO crackmeters on the surface of the rockslide
show a complex long-term trend that is the combination of
both near-surface thermal effects and rockslide deformation
(Fig. 6). A brief period of accelerated crack opening in
the spring was investigated in detail and found to consist of
a daily pattern where movements are greatest at night and
slower during the day (Fig. 7). We explain this displace-
ment pattern through the effect of snowmelt seeping into the
soil that ﬁlls the crack space, which then freezes during the
night and generates localized expansive pressure on the crack
walls. The trend only occurs during times of rapid snowmelt,
which is conﬁrmed by borehole piezometer data. The ob-
served crack displacements are irreversible, in that the ice-
induced opening is not recovered during successive melting
periods.
Dynamic tests designed to explore the sensor response
were performed for one of the FO crackmeters. These tests
compared the dynamic crack aperture response to an inde-
pendent measure of ground motion generated from a shotgun
blast (Fig. 8). Results revealed that low-frequency signals
are represented well by the FO sensor, but that the ﬁber op-
tic record suffers from aliasing of higher frequency energy
(greater than 50Hz), which generates apparent signals and
falsespectralpeaksnotrelatedtogroundmotion. Intheevent
of an earthquake, however, such high-frequency energy will
not be present and the FO sensors are expected to provide
accurate measures of dynamic strain. For monitoring higher
frequency vibrations, FO interrogators with faster sampling
rates are available.
The primary performance advantage of FO strain monitor-
ing systems is the improvement in resolution and accuracy.
Our system resolution is about two orders of magnitude bet-
ter than that of the high-quality traditional sensors installed
at the site (Table 1), and rapidly improves with data averag-
ing. We can easily detect sub-micrometer deformations in
the long-term record, which allows us, for example, to re-
solve daily strain patterns or small transients associated with
different deformation processes. The possibility of triggered
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100Hz sampling offers the advantage of being able to cap-
ture dynamic deformations associated with passing seismic
waves, and will enable us to investigate the seismic perfor-
mance of the unstable rock mass. Fiber optic systems have
the general advantage of being insensitive to electrical distur-
bances such as lightning, which can be a signiﬁcant source
of difﬁculties for ﬁeld applications. Furthermore, the optical
cabling is robust and suitable for use in harsh landslide envi-
ronments. Finally, the FBG system offers the possibility to
place many sensors on only a few cables, which makes for
easier and more secure installations.
The primary disadvantage of FO strain systems is cost.
These systems are several times more expensive than their
traditional in-situ monitoring counterparts. Another draw
back is the relatively large power consumption, which in our
case was roughly 50W and required construction of a large
solar array. Installation of the FO sensors proved to be rel-
atively easy, but as with any new application certain chal-
lenges arose. At Randa, because we installed the borehole
sensors into an existing inclinometer casing we wanted to
use an expanding grout to ensure secure contact at this in-
terface. However, this prompted concerns that high swelling
pressures could damage the sensors, and led us to carefully
consider the choice and quantity of expanding agent. Ulti-
mately, the sensors were undamaged. Finally, it is important
to note that the FO sensors have a limited range (Table 1),
and after straining beyond this point they become inaccurate,
inoperable, and can even break. This is a problem primar-
ily for long-term monitoring applications, and can be allevi-
ated by installing the sensors so that the base length can be
readjusted, or by choosing a longer sensor base length. For
our installation and expected shortening rates based on prior
long-term monitoring, it was necessary to pretension the FO
sensors before installation. With the estimated strain rates
and sensor base length, we expect our borehole sensors to
operate for 3–5years.
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